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1 Introduction
As model linkage but also the degree of detail in high-resolution models are issues of increasing
importance, load and generation profiles have attracted much attention. Modelling distinct aspects
of the energy system requires different timescales, and, for example, a second-by-second energy
balance is needed in the power sector, while decades are considered when analysing climate or
environmental changes. Saved in time series, load and generation profiles deliver information
about demand and supply of electricity. As these time series can occur and be required in different
time scales, particularly the reduction of time series is a considerable challenge.
The model hour selection is a key assumption in such a modelling exercise. A wrong selection of
time-series can lead to a distorted model outcome and a power plant portfolio that either has too
much, too little, or a wrong mixture of electricity generation capacities when the model outcome is
tested with a full time-series. Recently, Poncelet et al. (2014b, 2016) quantified the effect of
temporal as well as operational detail in a long-term planning model. The authors find, that a good
temporal representation should take preference before implementing further operational
constraints, when computational limitations are reached.
The remainder of this paper will proceed as follows: First, a small overview of the recent literature
about time series reduction will be given. Then, a practical example for time series reduction will
be given from dynELMOD.

2 Time series reduction in the literature
In the literature, several time series reduction techniques exist. Most approaches focus on selecting
a representative set of hours or days from given time-series using hierarchical or parametric
clustering methods or approximating time-series characteristics e.g. using a mixed-integer linear
program (MILP).
Clustering methods, such as k-means or hierarchical clustering, are often used options to extract
clustered data from a time series. Green et al. (2014) use k-means to extract relevant sets of
demand profiles for the British electricity system. An application to an investment problem with kmeans time slice clustering is shown in Munoz et al. (2016). Nahmmacher et al. (2016) develop a
new time slice selection approach. Temporal and spatial variation of time-series is reduced using
a hierarchical clustering of representative days. The reduced time-series are tested using the
LIMES-EU model (Nahmmacher et al., 2014). The authors show that “Six representative days are
sufficient to obtain model results that are very similar to those obtained with a much higher temporal
resolution” (Nahmmacher et al., 2016, p. 441). Després et al. (2017) analyse the demand 27 of
electricity storage given high levels of RES in the European electricity system using POLES
(Prospective Outlook on Long-term Energy Systems). The authors also use the hierarchical
clustering algorithm developed by Nahmmacher et al. (2016) with twelve representative days to
capture the variability of the time-series.
Other approaches often involve the use of a MILP to select hours given an optimization problem in
order to minimize the distance between the original and reduced time series. Van der Weijde and
Hobbs (2012) sample 500 hours from 8,760, trying to match the original dataset, by minimizing the
difference between the original time series and the reduced time series with regards to correlations,
the averages as well as standard deviations of all model regions. Poncelet et al. (2015) select
representative days using a MILP that also optimizes criteria based on the original time series. The
authors find that the number of representative days is more important for the model result
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robustness, than the hourly resolution of the reduced time series, which is set at a four-hourly
interval.
De Sisternes and Webster (2013) select a number of weeks based on a given time-series by
minimizing the quadratic difference between full and the reduced net load duration curves. This
approach could also be applied to renewable feed-in time series. Due to limits in implementation,
only five weeks can be selected using this approach. In Integrated assessment models, the correct
representation of variability of wind gains importance, as usually the hourly representation is highly
aggregated and cannot reflect renewable and load variability (see Pietzcker et al., 2017). Ueckerdt
et al. (2015) also use the residual load duration curve as in their approach. Here, a stylized residual
load duration curve is approximated, which changes form depending on the amount of renewables
introduced into the system. The authors demonstrate the effects using the REMIND-D model.

3 An Example from the model dynELMOD
During the development of dynELMOD1, the aim of the to-be-applied time frame reduction method
was not only to represent the general characteristics of the full-time series but also to achieve a
continuous time series that also captures seasonal variations in a satisfactory manner.
The approach should also preserve seasonal characteristics in the right order within the year. It is
of particular importance to approximate the behaviour of hydro reservoirs, where not only hourly
dispatch occurs, but also the yearly cycle of inflows and the filling level plays a role over the course
of a whole charging cycle, which is often an entire year. The amount of inflow in reservoirs should
also be met. Especially since the seasonal variation of hydro inflows and reservoirs needs to be
captured adequately and in the right order, a time reduction methodology is necessary.
The central aim is to meet as many characteristics of the full time-series in the reduced time-series
as possible while still achieving a manageable model size. This includes the time-series’






daily variation structure;
seasonal structure;
minimum and maximum values to capture a wide range of possible situations;
average, or for renewables the estimated full load hours given in the data; and
“smoothness” or hourly rate of change characteristic, as otherwise the need for flexibility
options such as storage and ramping might be under- or overestimated.

For input time-series where only monthly data is available (e.g. aggregated generation amounts for
run-of-river plants), the approach should also be able to treat the time series accordingly, such that
no “jumps” at the month’s borders are present in the final time series. When using a reduced timeseries, occasionally occurring periods of low wind and solar in-feed need to be represented as well
in the time series. Especially weather phenomena like simultaneous low wind in-feed over the
whole model region for a longer time need to be accounted for. If not implemented, an
overestimation of the reliability of renewable generation capacities occurs, which results in an
inadequate generation portfolio with provides an infeasible generation pattern in the full calculation.
The time-series reduction process is done according to the following steps:
1. Hour selection
2. Time-series smoothening

1

dynELMOD is developed and maintained by DIW Berlin and TU Berlin. Detailed information can be found in
Gerbaulet & Lorenz (2017), where major parts of this issue paper are taken from.
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3. Time-series scaling
The first step consists of selecting the hours that will be processed further. As a continuous
development of the time series is desired, the ordering of hours will be kept as previously. Selecting
an hour selects all occurrences of the multidimensional dataset, e.g. the data of renewable
availability and demand for all regions will be chosen to keep the relationship within the data
structure intact. From the time series of a full year, a subset of hours is selected for further
processing. An interval determined by the desired time granularity to reach a continuous function
that captures daily and seasonal variation is used. In the standard case, every 25th hour of the full
time series will be used, corresponding to an N of 1, which results in a shortened time series of 351
hours. In the full calculation with 8,760 hours, all hours are selected. The n-th hourly selection can
start at all hours of the day, which gives an opportunity to test the smoothing procedure with multiple
input values. In the standard case, the 7th hour is used for the start of the selection. To guarantee
a robust model result, extreme events have to be taken into account as well.
Investment models using a time reduction technique tend to overestimate the firm capacity of
renewables, and in combination with storage, the model’s investment decision could lead to an
inadequate electricity generation portfolio. Therefore, the hours with the lowest feed-in of solar and
wind into the time set are included to better represent periods of low renewable feed in. The 29
numbers of hours included in the time set are dependent on the total calculated hours. In the
standard case (a time set of 351 hours), the 24 consecutive hours with the lowest renewable infeed
are included additionally. If the time set is reduced to 174 hours, only include 12 hours are included.
These values have been derived using iterative testing on a wide range of scenarios, to neither
over- or underestimate the effect of low renewable availability.
The resulting time series is then interpolated as a continuous time series. This reduced time-series’
variations are now much higher than those of the original time series, as day-to-day variations are
now referred to as hourly variations. The next step smooths the shortened time series. Thus,
artefacts can be removed by smoothing the series using a moving average function. The width of
the moving average windows is specified by hand for each type of input data and length of the
reduced time frame. The goal in trying to determine the window size is to keep the time-dependent
characteristic in place and meeting the time series’ variation target. In the full dispatch calculation
with 8,760 hours, no smoothing takes place except for data that is provided in a monthly resolution
to reduce monthly “jumps” in the time series.
Lastly, the time series is scaled according to the targets mentioned above. Equations (1) to (3)
describe the optimization problem used in the scaling process. It is solved as a discontinuous nonlinear program (DNLP) using the solver CONOPT. The objective value used in (1) determines the
difference between the target and reached average sum of the time series. The equations (2) and
(3) enforce that the scaled time series reaches the target minimum and maximum values mintarget
and maxtarget. For run-of-river, solar PV, and wind, the time series contains values between zero
and one, with the target corresponding to the anticipated full load hours. Load time series have an
average of one, here the minimum and maximum values determine the maximum upward and
downward deviation from the average load. The term Φ𝑡 scales the given time series to values
between zero and one. These values are transformed using the power A to reach the required
shape, while keeping the minimum and maximum values of the time series intact. The Variables B
and C move and scale the time series to reach the desired minimum and maximum values. As the
variables B and C can be determined independently from A, a model containing a dummy objective
as well as the equations (2) and (3) is solved first, then the variables B and C are fixed, and the
model containing the equations (1) to (3) is solved.
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2
𝐴

min 𝑜𝑏𝑗 = (𝑡𝑎𝑟𝑔𝑒𝑡 ∗ 𝑇 − ∑ max (0 , Φ𝑡 𝐵 + 𝐶))

(1)

𝑡 ∈𝑇

𝑚𝑖𝑛𝑡𝑎𝑟𝑔𝑒𝑡 = min max (0 , Φ𝑡 𝐴 𝐵 + 𝐶)

(2)

𝑚𝑎𝑥𝑡𝑎𝑟𝑔𝑒𝑡 = max max (0 , Φ𝑡 𝐴 𝐵 + 𝐶)

(3)

𝑡

𝑡

Φ𝑡 =

𝑠𝑡𝑠𝑡 − 𝑠𝑡𝑠 𝑚𝑖𝑛
𝑠𝑡𝑠 𝑚𝑎𝑥 − 𝑠𝑡𝑠 𝑚𝑖𝑛

After finishing this step, all relevant time-dependent input parameters can be calculated and put
into the model.
In the following, a numerical example will be given. Figure 1 shows German solar PV and wind
onshore duration curves for the original time series as well as the resulting duration curves after
the scaling process for different numbers of model hours. With a low number of model hours, the
original duration curve is not adequately approximated, but the model hours in this application (179
or 351) show good results. When a very low number of model hours is used, the approximation
worsens but works sufficiently well for using the model with a smaller number of hours for quick
tests. The time series’ sorted gradients are displayed in Figure 2. The original time series rate of
change is overestimated before the smoothing process takes place, but a very good representation
for solar PV is achieved after smoothing and scaling. The approximation of the rate of change for
wind also increases substantially but is still slightly higher than in the original time series. This
slightly overestimates fluctuation of wind in-feed.

Figure. Original and processed load and infeed duration curves. Source: Gerbaulet & Lorenz
1 (2017)
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Figure 2. Time-series rate of change. Source: Gerbaulet & Lorenz (2017)

Figure 3. Example time-series reduction results. Source: Gerbaulet & Lorenz (2017)

Figure 3 shows the results of the time frame reduction technique for load, onshore and offshore
wind and solar PV from German time series. Here, every 25th hour is used, the first included hour
of the original time series is 7. The FLHs of the renewable time series have not been changed from
the original input time series. In the actual calculations, full load hours are adjusted to the
expectations of future technological development. Seasonal variation as well was the daily profile
of solar PV and load are represented well; the onshore and offshore wind time-series also show
seasonal as well as typical daily fluctuations.
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Call for papers
(Special Issue in Utilities Policy)
on the topic

“The challenges of temporal and spatial aggregation: Modelling
and policy implications”
Abstract Deadline: 15th Oct, 2017

The project has received funding from the European
Union’s Horizon 2020 research and innovation
programme under grant agreement no. 691843 (SETNav).

Call for papers
“The challenges of temporal and spatial aggregation: Modelling and policy implications"
Abstract Deadline: 15th of October, 2017
(Extended Abstract, 400 – 800 words)
Final Submission: 30th of November, 2017

The SET-Nav project (www.set-nav.eu), coordinated by the EEG at TU Wien, is announcing a
Call for papers
“The challenges of temporal and spatial aggregation: Modelling and policy implications"
to be published in a special issue in Utilities Policy.

The EU’s energy, innovation, and climate challenges define the direction of the future energy system, but
specific pathways are policy-dependent and need careful comparative evaluation. Accurate modelling plays a
crucial role to understand, build, and optimize the future energy system. However, as a considerable
challenge, modelling distinct aspects of the energy system requires different timescales, and, for example, a
second-by-second energy balance is needed in the power sector, while decades are considered when
analysing climate or environmental changes.
The topic “The challenges of temporal and spatial aggregation: Modelling and policy implications" deals
with challenges that arise from the aggregation of information from detailed power sector models for the
further use in large-scale energy system or integrated assessment models. The issue accounts for the
increased complexity modern electricity grids face due to the integration of stochastic renewable generation
and necessary demand side management.
The contributions to the special issue shell highlight this topic from various perspectives, including, for
example, the identification of determinants of electricity demand and their appropriate modelling, and the
representativeness of models with reduced complexity. Overall, abstracts should include modelling papers as
well as applications in model expansion / integration that may serve to assess future policy pathways up to
2050.
About the SET-Nav Modelling Forum and the IAEE post-conference workshop
The call for papers is connected to the upcoming IAEE post-conference workshop on this topic as part of the
SET-Nav Modelling Forum (http://www.set-nav.eu/content/pages/modelling-forum), coordinated by DIW
Berlin (http://www.diw.de/en). In five workshops on different modelling challenges, state-of-the-art and
innovative modelling approaches and their applications are presented and discussed to disseminate them to a
larger audience in energy economics and facilitate knowledge exchange between modellers. One goal of the
SET-Nav Modelling Forum is the development of more holistic models that are more capable to answer the

research questions of the future, by assessing the caveats of existing approaches and finding strategies to
overcome the current limitations. We discuss best-practice examples and, whenever necessary, formulate and
test alternative modelling approaches.
For submissions, please contact submissions@set-nav.eu
For any questions please contact contact@set-nav.eu
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